
DESIGN NOTES:
1. ARTIFICIAL LIGHTING SHALL BE PROVIDED FOR PUMP HOUSE.

2. EMERGENCY LIGHTING COMPLYING AS293.1 SHALL ALSO BE PROVIDED.

3. THE PUMP HOUSE SHALL BE ADEQUATELY VENTILATED AS PER THE STANDARD.

4. THE ELECTRICAL INSTALLATION ASSOCIATED WITH FIRE PUMP SYSTEM SHALL COMPLY
WITH AS/NZS 3000 PROVISIONS INTENDED TO ACHIEVE A SECURE SUPPLY.

5. THE CONTRACTOR SHALL ALLOW FOR ELECTRICAL WORK ASSOCIATED WITH PUMP
AND CONTROL PANEL.

6. ALL WORK SHALL COMPLY TO RELEVANT BCA, AS/NZS STANDARDS, & REGULATIONS.
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FIRE HYDRANT BOOSTER VALVE ARRANGEMENT DETAIL
NOTE: PAINT ALL PIPEWORK & FITTINGS RED TO AS1345

MODULAR FIRE HYDRANT PUMP HOUSING
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